
GLAZING TYPES
AT -- CLEAR GLASS, TEMPERED 1/4"
IB -- INSULATED GLASS, TEMPERED, WITH INTEGRAL BLINDS
IGT -- INSULATED GLASS, TEMPERED
PC -- POLYCARBONATE GLAZING
RP -- INSULATED GLASS WITH INTEGRAL BLINDS IN REMOVABLE PANELS
S -- INSULATED GLASS WITH SPANDREL FILM ON INSIDE

AT AT
AT AT

SLIDING GLASS

3' - 0"

5'
-2

"

3'-0" 3'-0" 3'-0" 4'-3 1/2"

4'
-6

"

AT
3' - 0"

2'-1 1/2"

4'
-6

"

AT3' - 6"

R
.O

.

3'
-0

"

R.O.

6'-0"

3' - 0"

R.O.

2'-0"

R
.O

.

4'
-0

"

2"
4'

-2
"

2"

AT

4'-5" 2"

3' - 6"

5" 3'-0 1/2"

2"
4'

-2
"

2"

3' - 6"AT

2" 3'-1" 2" 3'-2" 3'-4" 3'-2" 2"1'-7" 5"

2"
4'

-2
"

2"
3'

-6
"

AT AT AT AT

AT

AT

R.O.

15'-3"

R
.O

.

4'
-6

"

7'
-0

"

2" 3'-1" 2" 3'-2" 2" 3'-2" 2" 3'-0" 2" 3'-2" 2" 3'-1" 2"

R.O.

19'-10"

2"
4'

-2
"

2"

ATATAT

AT

AT AT

AT

R
.O

.

4'
-6

"

7'
-0

"

3'
-6

"

IGT IGT

IGT IGT

IGTIGT

6'
-1

0"
2"

6 1/2" 6 1/2"

2"
3'

-0
 3

/4
"

2"

2" EQ. 2"EQ.2"

M
.O

.

10
'-4

 3
/4

"

M.O.

8'-9"

M.O.

11'-4"

M
.O

.

4'
-5

 3
/4

"

3'-6 1/2"2" 2" 3'-7" 2" 3'-6 1/2" 2"

IB IB IB

IGTIGT

IGTIGT

1'
-4

"

IGTIGT

4'-2 1/2"2"4'-3 1/2"2"

2"
6'

-8
"

2"

2 1/2"

2"

0.80.7

IGTIGT

IGT

IGT

IGT

IGT

IGT

IGT

M.O.

6'-0"

2"
2"

2'
-5

"
2"

4'
-1

"
2"

1'
-4

"

3

1-A16

2" 3'-9 1/2" 2" 3'-10 1/2" 2" 3'-9 1/2" 2"

4'
-1

 3
/4

"
2"

IB IB IB

M
.O

.

4'
-5

 3
/4

"

M.O.

12'-1 1/2"

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

_

12/15/2014

636-201
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EXPAND BLDG. 1 FOR PACT

AMBULATORY CARE, RADIOLOGY

ICVA HEALTH CARE SYSTEM
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CONSTRUCTION DOCUMENTS RD

WINDOW ELEVATIONS

1-A30

 1/4" = 1'-0"
1

WINDOW TYPE A NOT USED

 1/4" = 1'-0"
12

WINDOW TYPE L
 1/4" = 1'-0"

13
WINDOW TYPE M

 1/4" = 1'-0"
14

WINDOW TYPE N
 1/4" = 1'-0"

15
WINDOW TYPE O

 1/4" = 1'-0"
16

WINDOW TYPE P - NOT USED
 1/4" = 1'-0"

17
WINDOW TYPE Q

 1/4" = 1'-0"
18

WINDOW TYPE R
 1/4" = 1'-0"

19
WINDOW TYPE S

 1/4" = 1'-0"
20

WINDOW TYPE T - NOT USED
 1/4" = 1'-0"

21
WINDOW TYPE U

GLAZING TYPE:
PC @ PSYCH ROOM
AT @ ALL OTHER ROOMS

WOOD FRAME
- RE: 13/1-A37

ALUMINUM
FRAME

HOLLOW
METAL
FRAME

HOLLOW
METAL
FRAME

HOLLOW
METAL
FRAME

HOLLOW
METAL
FRAME

SIDE HINGED
ALUMINUM
WINDOWS

ALUMINUM
WINDOWS

1
1-A29

1
1-A29

1
1-A29

1
1-A29

1
1-A29 1

1-A29

GENERAL NOTES:

1. FOR EXTERIOR OPENINGS, ACTUAL WINDOW SIZE IS 3/4" LESS THAN THE INDICATED
MASONRY OPENING DIMENSION.

 1/4" = 1'-0"
4

WINDOW TYPE D NOT USED
 1/4" = 1'-0"

8
WINDOW TYPE H

 1/4" = 1'-0"
7

WINDOW TYPE G

 1/4" = 1'-0"
22

WINDOW TYPE V

 1/4" = 1'-0"
9

WINDOW TYPE E

 1/4" = 1'-0"
2

WINDOW TYPE B NOT USE

 1/4" = 1'-0"
3

WINDOW TYPE C NOT USED
 1/4" = 1'-0"

10
WINDOW TYPE F


